DOMNE RITE HOME INSPECTION CO., INC.
&1 Burnsway « South Weymouth, MA 02130
24 Hour Service 1-800-337-8064

FAX (781) 331-6500
Lo -
HOME INSPECTION REPORT
PROPERTY TO BE INSPECTED (00 Maw ST y w&q MOUTH
PROPERTY INSPECTION REQUESTED BY Jog HC-‘JMEE-L} YEL
TEL. {(HOME) Je1 5551212 (WORK) e
PLEASE READ NOTES ON ALL PAGES OF THIS REPORT

O rRANCH [ care [@colonial O GcarrisoN [ GAMREL
] coNTEMPORARY [ conpo (] MULTIPLE FAMILY ] oTHER
REALTOR Shu*}' Homeseed cewe  &17 555 2424
INSPECTOR MIEF Clm’nﬁ L odleh 3 X T
oATE OF INsPECTION 0 Jaw 2005 pav:_ Mo wme_[0%  am_ P.M.

NOTES: ZOF - cueas,. NO aanfSHod i past 48 qos

Thiz iz a home inspection only—does not include insect (Note C), LLF_F.L insulation, lead paint, asbastos, seacurlty ar imnarcam
systems, well walar or companents, solar systems, wood'ceal stoves—unless listed on report—nat included.

The notations and observations are visual and an a whiara visible and accessible basis throughout report.
We recommeand a lull insect inspection by a qualified company. Oure is a visual inspaction only.

We da not check cesspools, septic systems or for city sewer. Aecammand to have cesspoals and seplic systems pumpad and
chegkad.

We do not move furnitura or slorad matarial for access.
For these and any additional inspections not listed above, contact our office for charges, or for recommendations.

We advise Buyer 1o get Disclosure Statement from Seller on any known dafects thal may ar may nol be visibla.
Wa ara not responsible for any heating gystems oroblems, kot water tank or leaky ail lanks alter the day of inspectian.

We suggest buyer check owner warrantiss and guarantees for hot water tanks, heating
syslems of naw parts and appliances.
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MAMTEMANCE SUGGESTIONS AND COMMENTS:

& Marulagurers of esphall shingles, on e average, provida 8 twenty yaar wamzmly. Thes shoukd fol be confused wilh the achual rool e, which is aHedled by many variables.
B I is advized that reserves be sl aside dof repairs or evenlual replcament. 1 & suggested Ihat mo move than feo ayers of maling lie on tha rool.  ©. Al fashings should
be inspocind and repaied when nesded annualy. 0. To preven! waler damage o rol, shaathing, wals, celings and siructural membars, gutiers and downspouts musl bs
kapl chaan and claar and frae of debris. 0 is suggested that you check periodically to ensure allis working well.  E. Local requlations in some communities requina tha prassncs
ol & g liner when using caain fusls. Goasul your local avthorties.  F. Windaw wells should be deaned ennually. G. Exlerior lavcsts shoukd be drained during the coider
months ta prevent reazing. H. Criveway should ba sealed annually 1o extend fis He. 1. Tha uncerzide af decks and porches nol acoeesible Bl the time of this nspedion

_should be made acessible 1o check for damage or rol of indestan.

T
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MAINTENANCE SUGGESTIONS AND COMMENTS: :
A. Furwa bamiare, fregrade sheslrack, and lira doars ara required in most new construction. For salely, i your aftached garags doas nol have these leafures you shouid considar

addingthem B, Minor cracks in bassmen! wals and foors repressent normal shrinkaga. Toreduce possibliy of any wile! pecwradion they can ba Fled with hydrauic coment.
C. Cracks that are offsst or V™ shapad are signs of sefllement. These cracks less than 316 sheud be monkoned and if movement i cbserved mmediale aflention wil be
required. 0. Examination of structural membsars, walls, floors, cedings, wiring, piping, etc., cannat be conductad. These amas aw parlialy finished rendering thesa ilems
inacoessible. £ Luenber, Irees and adjusiab columns are subledt to shrinkaga end deleromtion; whis they are acceptable undar mas! cincumestances, cement filed steed
lalby columns are praksable, F. Effiocrescence is the whila powdery substanca olien evident on concrede walls and Noers, I i usually an indication that dampoess o waler
penetrasion has oocumed 2 somefime. G N has been nobed [hat preaper venlilation should be maiained 1o minimize deleroration calsed by a variety of scurses. H. Ths
report has noled some evidence of water penalralion. The soursa and ameunt cannat ahways be delemined af tha lime of ispection. Consull cument owna for & historical
parspactive il pessible, | Chack pump's abity 1o funclion & leas! onoe every mont. Furlher, wikss wiler b b sump wal o satily shianed, aomplels sumo adion wil nol
ba Bhi ta be ascartained by inspector durng this insoedtion,
-
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MANTEMAMCE SUGGESTIONS AND COMMENTS:

A, We suoges that vou abiain a mape senves policy from & daaler or contractor which shouid include annual senvicing, adjusimens, afficiency besting, watanty and ememency
satvice, B, In ik evenl 1hat the unit i & coal conversion fumaceboilkr, | & at tha end ol s economic usastulness. Expect repaim of replacsmen], ©. To delerming the
condition ol the heal exchanges in ferced Hot Air unis, majpr dieassembly by & heating lechnidan & requied. This report doss ral reprasent the condition of tha heat
STERENGHT and we recommend thal you heva this evalusted et your sarfies! convenience by aicensed lechmican. D, Reled vaives, valwes, gavges, swilches, and other salely
devices cannol b tesled. They are Bsted on the repod to denote that they wera cbserved in placs of the system.  E. Asbesios insulsfion should be encapsuladed or removed
by professional. F. Al materal mus be kepd cdear ol contact with slecinc bassbaard for safety. Eleciric themosials have a imiled e sxpeciancy, &, Fadian baad i slabs
and cedings i rof acoessbde, H. Alr eonditioning units and heal pumps cannal be coeraled o of $eason a5 this could cause damage. Depanding on 1ha sysiem, tha w=ual
el ofl temparaiure is 60°F, |, Mos! compressors, condensers and evaporalons ate sedled unifs, therafors nol acosssdee.  J. Annual senviding af tha A/C heat pumg system

by & licensed technician i$ achized,

Hat






